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BASELINE FOUNDATION, OPTION #1

PA9M-300-02 (1of2)

0'-6" - ALL-AROUND
3" (min) CONCRETE COVER

SEE NOTE #4

18'-0", SQUARE

2'-6"

13'-0"

0'-6"

9" PROTRUSION

4'-0"Ø

NOTES:

1. FOUNDATION DESIGN IS BASED UPON NORMAL SOIL CONDITION, AS OUTLINED BY TIA/EIA-222-F-1996.
IT IS STRONGLY RECOMMENDED THAT SOILS TESTS BE PERFORMED, ON A BY-SITE BASIS, TO DETERMINE
ADEQUACY OF THE DESIGN FOR THE ACTUAL SOIL CONDITION.

2. ALL CONCRETE SHALL HAVE A MINIMUM COMPRESSIVE STRENGTH OF 3,000psi AT 28 DAYS.

3. ALL REINFORCING BAR (REBAR) SHALL BE DEFORMED AND CONFORM TO THE REQUIREMENTS OF
ASTM-A615, USING GRADE 60 REBAR.

4. ALL REBAR SHALL HAVE A 3", MINIMUM, CONCRETE COVER.

5. FOUNDATION CONCRETE VOLUME = 35.2cu. yds., EACH; (3) ARE REQUIRED.

TYPICAL FACE

PIER CROSS-SECTION

(13) #5 TIES x 42" O.D.;
LOCATE 12" O.C., VERTICALLY;
(39) TOTAL REQUIRED

(17) #9 VERTICALS W/42" TAILS;
EQUALLY SPACED WITHIN TIES;
(51) TOTAL REQUIRED

ANCHOR BOLT CLUSTER: (8) 2"Ø
A36 ANCHOR BOLTS x 5'-9", EACH
W/(5) NUTS; LOCATE 1" THICK
BEARING PLATE AT THE BOTTOM OF
THE ANCHOR BOLT ASSEMBLY

4'-0"Ø

SCALE = 1:24

SCALE = 1:144
FOUNDATION LAYOUT

(13) #5 TIES x 42" O.D.;
LOCATE 12" O.C., VERTICALLY;
(39) TOTAL REQUIRED

(17) #9 VERTICALS W/42" TAILS;
EQUALLY SPACED WITHIN TIES;
(51) TOTAL REQUIRED

ANCHOR BOLT CLUSTER: SEE
PIER CROSS-SECTION, ABOVE

ANCHOR BOLT CLUSTER: SEE
PIER CROSS-SECTION, LEFT;
TYPICAL (3) PLACES

TOWER CENTERPOINT

11'-9" 11'-9"

23'-6" O.C.

41'-6" (ref )

6'-9 3/8"

13'-6 13/16"

20'-4 3/16"
O.C.

38'-4 3/16"
(ref )

(18) TOP HORIZONTALS x 16'-7 1/16" LONG;
LOCATE 11-5/8" (+/-) O.C., EACH WAY;
(54) TOTAL REQUIRED

(18) BOTTOM HORIZONTALS x
17'-4 1/4" LONG; LOCATE
12-3/16" (+/-) O.C., EA, WAY;
(54) TOTAL REQUIRED


